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13.5-13.13 DSH0949A 2023 
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Marking on ground recessed 
luminaires 

 

- Ground recessed 

- Marking 
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ETF5 2023 CTL 
Plenary 
Meeting 

Question 

In clause 13.13 the following is stated: “Luminaires shall meet at least both IP 65 and IP 67 
requirements.” The luminaire is than tested accordingly, but how shall it be marked: 
- With the both IP numbers? 
- With the highest IP number? 
- With the lowest IP number? 
 

Decision 

Both IP numbers. 
 

Explanatory notes 

This decision updates the old decision sheet DSH0949(2010) to be in line with NEW  standard 
editions. 

 

  
 
 
 


